TYPICAL SPECIFICATION

Astro Series - Wet Rotor Circulator

Furnish and install, as shown on the plans, Armstrong Astro Series circulating pump model _______ with bronze/cast iron body and polypropylene impeller. The pump shall have a capacity of _______USgpm (1/s) against a total head of _______ft (m). Armstrong Astro series are 115V/1/60Hz and are UL listed and CSA approved.
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